Building 1002B

Wiring Between tq RC Network and
tq Ground Current Monitoring Chassis

tgGroundCurMonlnterWiring2B.skf
Si1si02

Rack R2BQT3
i2-1qd-ps

RC Network

9 pin Male D Connector

Ground Current Monitoring Chassis
15 pin Female D Conncetor
Connector 1A

yi2-tqd-ps
round current
2 pin Lemo

in MADC rack
R8-HJS

i Ground Current In- i
3 Ground Curret Tn 3
red
5 hicld 3 P
L]
(Use grey belden twi/sh) 13 Ground Current Out+ clear
m Ground Curren Out- blue 7
s shicld 1\
(Use belden 9999 o alpha 5685C)
Rack R2BQTS

yiig5-ps ¢
RC Network
9 pin Male D Connector

Giround
15

Connector 24

urrent Monitoring Chassis
Female D Connector

tq5-ps
ground current
pin Lemo.

! Ground Current In 1 inMADC rack
2 Ground Current In- 2 RS-H-16
3 shicld 3 Mo
(Usegrey belden sty 1 Ground Current Outt clear
M Ground Current Our- biue 7
s shield T

Rack R2BQT3

yiiq6-ps Ground Cur

RC Network 15 pin Female
“onncetor 3A

(Use belden 9999 or alpha 9885C)

rent Monitoring Chassis
e D Connector

9 pin Male D Connector
1 Ground Current In- 1
2 Ground Current In 2
3 shicld 3
(Use grey belden twish)
13 Ground Current Out clear
T Ground Curren Out e i
i Shield T
(Use belden 9999 ar alpha 9855C)
Rack R2BQTS
vol-tgips Ground Current Monitoring Chassis
RC Network 15 pin Female D Connector
9 pin Male D Comnector Comnector 44 yolatys
2'pin Lem,
! Ground Current n+ ! in MADC rack
B Ground Current In- R8-S
3 hicld 3 e
do T
=
(Use ey belden twish)
“ 13 Ground Curtent Out clear -
) Ground Curren Out ol i
is hicld T
(Use belden 9999 or alpha 9885C)
Rack R2BQT3
vol-tasps Ground Current Monitoring Chassis
RC Network 15 pin Female D Connestor
9 pin Male D Conncctor Comnector Letgs-ps
Eround current
! Ground Current I+ ! tpinlemo o
F) Ground Current Tn- F) Pt
3 shield 3 —
u
(Use gy belden twish) 13 Ground Current Out: clear -
I Ground Current Ou- bhue i
is Shieid T
(Use belden 9999 or alpha 9886C)
Rack R2BQTS
vol-1g6ps Ground Current Monitoring Chassis
D Connector

15 pin Female

RC Network
9 pin Male D Connector Connector 2B

tg6-ps
round current
in Lemo

2pi

\ Ground Current Ins \ in'MADC rack
2 Ground Current In- 2 R8-H-J10
3 shicld 3 .
dor
L]
(Use grey belden twish) I Ground Current Out+ clear -
I Ground Current Out- ™ 7
15 Shield T
(Use bden 999 o apha 9855C)
po2-tgins Rack R2BQTS
bozagbps Grownd Coment Moritorng Chas
S Comnector 15 pin Female D Connector 2-tqd-ps
9 pin Male D C¢ Comector 3B eround current
& oinLemo
\ Ground Current I~ \ i MADC rack
2 Ground Current In- 2 R9-GJ11
3 shield 3 .
do
L]
(Use grey belden twishy
’ i Ground Curtent Ous clear -
] Ground Curren Ot blue 7
15 Shield T
(Use bden 999 o apha 9855C)
Rack R2BQTS
bo2-1g5-ps Ground Current Monitoring Chasss
RC Network 15 pin Female D Connector N
5 pin Male D Comnector Comnector bo2-tg5-ps
sround current
& oinLemo
! Ground Current I ! NVABC sack
3 Ground Curren T B Ro-Go112
3 shield 3 .
o
(Use grey belden tw/sh) 5 Ground Current Out clear -
i Ground Current Out- bluc 7
15 Shield T
(Use beden 999 o alpha 9855C)
Rack R2BQ
bo2-tg6-ps Ground Current Monitoring Chassis
RC Network 15 pin Female D Comnector
9 pin Male D Connector Connector 1C bo2-1g6-
Ground Current In+ 2 pin Lemo
L ¢ 4 L L in MADC rack
B Grownd Current T B L oS
3 shield 3 —
-
(Use grey belden twish) I Ground Current Out+ clear -
13 Ground Current Out- bluc [
15 Shield T
(Use belden 9999 or apha 9885C)
Rack R2BQTS
bil-tqi-ps Ground Current Monitoring Chassis
RC Network 15 pin Female D Comnector biltqi-ps
9 pin Male D Comnector Connector 2 sround current
i Lemo
. Ground Cument . in MADC ack
2 Groond Currentin- 2
5 ies 5 o
L]
(Use grey belden twsh) 1 Ground Current Out+ clear -
i Ground Current O biue i
15 Shield T
(Use bden 999 or spha 9855C)
Rack R2BOTS
bil-tg5-ps Ground Curtent Monitoring Chasss
RC Network 15 pin Female D Connector
9 pin Male D Comnector Connector 3C bil-s-ps
! Ground Current ns ) pin Lemo
I MADC rack
> Ground Current n- > L R
3 shield .
(Use grey belden twsh) N Ground Current Outt cear -
i Ground Current Our- bhue 7
15 Shield T
(Use blden 9999 or apha 9885C)
Rack R2BQT3
biltq6-ps Ground Current Monitoring Chassis
RC Network 15 pin Female D Connector e
9 pin Male D Connector Connector 4C ‘ground cureeat
& pinLemo
\ Ground Current Ins \ i MADC rack
2 Ground Current In- 2 ROII0
3 shield 5 .
L]
(Use grey belden tw/sh) 13 Ground Current Out+ clear -
m Ground Current Out- biue i
i shicld T

(Use belden 9999 or alpha 9885C)



